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WITH LITE

FLUSH PANEL JAMB MOUNTED 
OVERHEAD COILING  

DOOR

TYPE F

SEE SCHED

S
E

E
 S

C
H

E
D

U
LE

FLUSH PANEL WITH 
WIRE GLASS LITE

DOOR & HARDWARE NOTES

1. FOR DOOR HARDWARE REQUIREMENTS (NOT PROVIDED BY THE 
MANUFACTURER), REFER TO THE DOOR SCHEDULE AND 
SPECIFICATION SECTION 087100.

2. SEE SPECIFICATIONS SECTION 081113 FOR HOLLOW METAL 

DOOR & FRAMES.
3. SEE SPECIFICATIONS SECTION 085123 STEEL WINDOWS AND 

DOORS.
4. SEE SPECIFICATIONS SECTION 085213 METAL-CLAD WOOD 

WINDOWS AND DOORS.
5. FOR GLAZING REQUIREMENTS, SEE SPECIFICATIONS SECTIONS 

085123 STEEL WINDOWS AND DOORS, 085213 METAL-CLAD 

WOOD WINDOWS AND DOORS, AND 08000 GLAZING.
6. WOOD DOOR CASING PROFILES SHOWN FOR DETAIL PURPOSES 

ONLY.  FOR CASING PROFILE SEE MILLWORK DETAILS AND 
SPECS.

7. SEE SEPECIFICATION SECTION 083919 FOR WATERTIGHT DOORS 
AND FLOOD BARRIERS

8. SEE SPECIFICATION SECTION 083323 FOR OVERHEAD COILING 
DOORS

DOOR SCHEDULE ABBREVIATIONS

ACR ACRYLIC
ALUM ALUMINUM
CMC CLAD-METAL-CLAD
HM HOLLOW METAL
WD WOOD
GL GLASS
CLR CLEAR
FT FULLY TEMPERED
AND ANODIZED
PT PAINT
KYN KYNAR
STL STEEL
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FLUSH HOLLOW 
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TYPE F3
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HOLLOW STEEL 
FRAME

TYPE F4

MARK TYPE

DOOR

GLAZ.

FRAME

HEAD DETAIL JAMB DETAIL SILL DETAIL RATING HDWR GROUP REMARKS

SIZE

MAT. FIN. TYPE MAT. FIN.WIDTH HEIGHT THICK

002-1 B 3'-6" 7'-0" 1 3/4" HM PT - F1 HM PT - 17 SIGN ON DOOR READS "NOT AN EXIT"

002-2 E 7'-0" 7'-0" 1 1/2" STL PT - - - - 10/A608 - - 38 OVERHEAD COILING DOOR

003-1 A 6'-0" 7'-0" 1 3/4" STL PT - F4 STL SPTST 7/A608 J3 - 12

003-2 B 3'-6" 7'-0" 1 3/4" HM PT - F1 HM PT H3 J3 - 17

004-1 A 3'-6" 7'-0" 1 3/4" STL PT - F4 STL PT 7/A606 J3 - 17

006-1 B 2'-6" 7'-0" 1 3/4" HM PT - F1 HM PT H3

009 XD12 3'-0" 7'-0" 1 3/4" - F2 J3

010-1 C 6'-0" 7'-0" 1 3/4" HM PT - F1 HM PT H3 J3 - 13

011-1 B 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT H3 J3 -

ST-1-0A F 3'-0" 7'-0" 1 3/4" HM PT WIRE F1 HM PT H3 J3 90 MIN 9 WIRE GLASS LITE MAX 100 SQ IN

ST-1-0B F 3'-0" 7'-0" 1 3/4" HM PT WIRE F1 HM PT H1 J1 90 MIN 9 WIRE GLASS LITE MAX 100 SQ IN

ST-2-0 A 3'-0" 7'-0" 1 3/4" STL PT - F4 HM PT 7/A608 J1 90 MIN 9 SIGN ON DOOR READS "SPRINKLER ROOM ACCESS" PROVIDE LOCK BOX

101-1 XD6 3'-0" 8'-0" 1 3/4" STL STL FT F2 STL PT - 4

101-2 XD5 3'-0" 8'-0" 1 3/4" STL STL FT F2 STL PT - 5

105-1 B 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT 90 MIN 18 SIGN ON DOOR READS "SPRINKLER ROOM ACCESS NOT AN EXIT"

106-1 D 3'-0" 7'-0" 1" SST SST ACR F3 HM PT H1 J1 - 37

106-2 D 3'-0" 7'-0" 1" SST SST ACR F3 HM PT H4 J4 - 37

106-3 F 3'-0" 7'-0" 1 3/4" HM PT WIRE F1 HM PT H4 J4 90 MIN 41

106-4 D 6'-0" 7'-0" 1" SST SST ACR F3 HM PT H1 J1 -

106A-1 B 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT H4 J4 - 18

107-1 XB2 3'-2" 9'-0" AL KYN FT - AL KYN H1 J1

108-1 XB1 3'-2" 9'-0" AL KYN FT - AL KYN

109-2 XD4 2'-10" 7'-0" 1 3/4" CLAD KYN FT - CLAD KYN - 7

109-3 XD4 2'-10" 7'-0" 1 3/4" CLAD KYN FT - CLAD KYN - 7

110 B 3'-0" 7'-0" 1 3/4" HM PT - FA HM PT H2 J2 - 23

113-1 B 2'-8" 7'-0" 1 3/4" HM PT - F1 HM PT H1 J2 - 22

118-1 XD8 6'-1" 9'-0" 2" STL PT FT F2 STL NT -

118-2 XD7 6'-0" 8'-2" 2" STL PT FT F2 STL PT -

121-1 XD4 3'-2" 9'-1" 1 3/4" CLAD - FT CLAD -

127 B 5'-0" 7'-0" 1 3/4" - 90 MIN

ST-1-1 F 3'-0" 7'-0" 1 3/4" HM PT WIRE F1 HM PT H2 J2 90 MIN 9

211-1 TBD 3'-0" 8'-0" 1 3/4" WD PT FT F1 HM PT H2 J2 20 MIN 29 WIRE GLASS AT SIDE LITE

211A-1 TBD 3'-0" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 20 MIN

211B-1 TBD 3'-0" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 - 32

212-1 TBD 3'-0" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 20 MIN 29

220-1 TBD 3'-0" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 20 MIN 30

221-2 TBD 3'-0" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 90 MIN 30

ST-1-2 F 3'-0" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 90 MIN 11

ST-2-2 F 3'-0" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 90 MIN 11

321-1 TBD 3'-0" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 45 MIN

322-1 TBD 3'-0" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 20 MIN 27

323-1 TBD 3'-0" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 20 MIN 28

ST-1-3 F 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT H2 J2 90 MIN 11

ST-2-3 F 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT H2 J2 90 MIN 11

403-1 D 3'-0" 7'-0" 1" SST SST ACR F3 HM PT H4 J4 - 37

405-1 TBD 2'-10" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 -

406-1 TBD 2'-10" 7'-0" 1 3/4" WD PT - F1 HM PT H2 J2 - 23

407-1 B 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT -

408-1 B 2'-0" 7'-0" 1 3/4" HM PT - F1 HM PT - 21

409-1 B 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT H1 J2 45 MIN 30

410-1 B 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT H1 J1 - 28

410-2 TBD 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT H2 J1 -

ST-1-4 F 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT H2 J2 90 MIN 11

ST-2-4 F 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT H2 J2 90 MIN 11

ST-2-5 F 3'-0" 7'-0" 1 3/4" HM PT - F1 HM PT H1 J1 90 MIN

ALL DIMENSIONS AND RELATIONSHIPS MUST BE VERIFIED BY 
CONTRACTOR.  THE ARCHITECT IS TO BE NOTIFIED OF ANY 

DISCREPANCIES BEFORE PROCEEDING WITH THE CONSTRUCTION.  
DO NOT SCALE FROM DRAWINGS.
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PERMIT SET

DOOR

GLAZ.

FRAME

HEAD DETAIL JAMB DETAIL SILL DETAIL RATING HDWR GROUP REMARKSTYPE

SIZE

MAT. FIN. TYPE MAT. FIN.WIDTH HEIGHT THICK

GR-1 3'-0" 7'-0" 1 3/4" WD PT - HM PT H2 J2 20 MIN

GR-2 3'-0" 7'-0" 1 3/4" WD PT - HM PT H2 J2 -

GR-2A 2'-8" 7'-0" 1 3/4" WD PT - HM PT H2 J2 -

GR-2B 2'-10" 7'-0" 1 3/4" WD PT - HM PT H2 J2 -

GR-3 6'-0" 7'-0" 1 3/4" WD PT - HM PT H2 J2 20 MIN

GR-3A 3'-0" 7'-0" 1 3/4" WD PT - HM PT H2 J2 20 MIN

GR-4 3'-0" 7'-0" 1 3/4" WD PT - HM PT H2 J2 -

GR-5 4'-0" 7'-0" 1 3/4" WD PT - HM PT H2 J2

GR-5A 3'-0" 7'-0" 1 3/4" WD PT - HM PT H2 J2

GR-6 2'-0" 7'-0" 1 3/4" WD PT - HM PT H2 J2

 1/4" = 1'-0"

DOOR TYPES - SHELL

 1/4" = 1'-0"

FRAME TYPE LEGEND

DOOR SCHEDULE
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